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Abstract— A new integrated mathematical model for the 
simulation of an offshore wind system having a rectifier input 
voltage malfunction at one phase is presented in this paper. The 
mathematical model considers an offshore variable-speed wind 
turbine on a floating platform, equipped with a permanent 
magnet synchronous generator using full-power three-level 
converter to inject energy into the electric network, through a 
high voltage direct current transmission submarine cable. The 
model for the drive train is a discrete three mass, incorporating 
the dynamic of the moving surface. A case study is presented to 
access conclusion about the malfunction.  
Keywords—Offshore Wind System; HVDC; three-level 
converter; rectifier malfunction; simulation. 
I.  INTRODUCTION 
 
Over the last decades, non-renewable energy sources like 
oil, coal, nuclear and natural gas have been used as the main 
source of energy conversion into electric energy [1]. However, 
disadvantageous circumstances are pointed out in the use of 
these sources, for instances: for fossil-fuel, the harmful on the 
environment and the cost subject to market instability and 
tending to increase in the long run. Forecasts for non-nuclear 
and non-renewable energy sources are in support of an 
envisaged scarcity pointing to the exhaustion on those sources 
in less than a century [2]. 
Exploitation on renewable energy sources have emerged 
by support of country polices or by more in-depth protocols 
such as the Kyoto Protocol as a response to harmful [3] on the 
environment, instability and increasing fuel costs. 
Within the renewable energy sources the wind energy 
source is experiencing a greater development [4]. This 
development has achieved such a level that there is an 
increasing difficulty in new deployment, i.e., a difficulty to 
find new appropriate places for onshore wind farms. 
Particularly, a considerable exhaustion on convenient places is 
reported on Europe [5]. Thus, there is a large interest in the 
development of offshore wind turbine deployment, having the 
benefit of available vast sea areas, having more favorable 
wind conditions, than those on land, because of the non 
existence of obstacles [6]. Also, higher and less variation of 
wind speed values support offshore wind turbine deployment.  
Deployment of offshore wind turbines have a less concern 
with visual and noise impact, allowing the use of wind 
turbines with larger rotors, allowing a higher value for the 
installed power [7]. The increase on size of the wind turbines 
implies that the blades are larger, more flexible and tend to 
bend. Therefore, the model for the drive train has to capture 
this fact and this paper proposes a three mass (TM) model 
taking into account the concern with the dynamic of the 
blades, the structure and the moving floating platform. 
Deployment of offshore wind turbines have a power 
transmission technology depending on the distance from the 
floating platform to onshore: for distances less than 60 km is 
proposed to use high-voltage ac (HVAC); for longer distances 
is proposed high voltage dc (HVDC) [8]. Offshore wind 
system (offshore wind system) model use classical 
proportional integral (PI) controllers in order to obtain the 
reference currents. Also, pulse width modulation (PWM) by 
space vector modulation (SVM) associated with sliding mode 
(SM) is used for triggering insulated gate bipolar transistors 
(IGBTs) in the converter.  
The rest of the paper is organized as followed: Section II 
presents the mechanical and the electric modeling, taking in 
consideration the dynamic associated with the action excited 
by the wind on all physical structure on a TM drive train, the 
converter, the submarine cable HVDC and the electric 
network. Section III presents the control strategy. Section IV 
presents the case study dealing with a rectifier input voltage 
malfunction simulation, using the Matlab/Simulink language. 
Section V presents concluding remarks. 
II. MODELING 
The offshore wind system apart from the wind turbine has 
a rectifier linking a permanent magnet synchronous generator 
(PMSG) to a first set of two capacity banks. A HVDC 
transmission submarine cable links the first set of two capacity 
banks to a second one, connecting to an inverter in order to 
inject the energy into an electric network through a second 
order filter to reduce the higher harmonics content in the 
electric current.  
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The offshore wind system is shown in Fig. 1. 
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Fig. 1. Offshore Wind System with three-level converter, HVDC. 
 
A. Wind Speed 
Although the wind speed has intermittence and variability 
which can be characterized by stochastic modeling, for the 
assessment in this paper is possible a deterministic modeling 
of the wind speed as a sum of harmonics ranging 0.1–10 Hz 
[9] given by 
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where u  is the wind speed with perturbation, ou  is the 
average wind speed, kA  is the magnitude of the k eigenswing, 
kω  is the eigenfrequency of the k eigenswing.  
B. Turbine and Drive Train 
The energy captured from the kinetic energy in the wind is 
at a rate set by the turbine mechanical power given by 
 p
3
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where bP  is the turbine mechanical power, φ  is the air 
density, S  is the area covered by the turbine blades, pC  is the 
power coefficient. The power coefficient is given by a 
function of the rotor blades pitch angle θ  and of the tip speed 
ratio (tsr) λ , which is the ratio between blade tip speed and 
wind speed. Although, the theory for computing for the power 
coefficient requires knowledge of blade element theory and 
the geometry of the blade, for simulation purposes is 
admissible to use an alternative given by an empirical 
approximation, for instance, as the one reported in [10]. The 
approximation consider in this paper assumes a power 
coefficient given by 
 
δλ 4.1873.0 −= ekpC  (3) 
where kλ  and δ  are respectively given by 
 2.13002.058.0151 14.2 −−−= θθδλk  (4) 
 )1(003.0)02.0(1 3 +−−= θθλδ  (5) 
A graphical representation for the pC  in (3) as a function of 
λ  and parameterized in function θ is shown in Fig. 2. 
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Fig. 2. Power coefficient as a function of λ and parameterized in function θ. 
The maximum pC  is obtain with a null θ  and is given by 
 4412.0
max
=pC  (6) 
 057.7=optλ  (7) 
where (7) is the value for the tsr at the maximum pC .  
2813
The mass discretization for the drive train and the 
respective acting torques are shown in Fig. 3. 
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Fig. 3. Three Mass drive train. 
The first mass concentrates the inertia of the blades flexible 
part; the second mass concentrates the blades rigid part, hub, 
tower and platform, discarding the movement between the 
different elements, but including the floating motion influence 
as an whole on the second mass; the third mass concentrates 
the inertia of the generator. The torsional version of the second 
law of Newton allows stating the equations for the drive train 
motion given by 
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where tω  is the rotor angular speed at flexible blades part, bJ  
is the moment of the inertia of the rotating parts at the flexible 
blades part, tT  is the mechanical torque, dbT  is the resistant 
bearing torque due to the damping at the flexible blades part, 
bsT  is the resistant shaft stiffness torque between the flexible 
blades part and hub, hω  is the rotor angular speed, at the hub 
plus rigid blades part, hJ  is the moment of the inertia of the 
rotating parts of the hub plus rigid blades part, thT  is the 
mechanical torque of the rigid blades part, smT  is the tower 
and platform stiffness torque due to floating surface motion, 
dhT  is the hub bearing resistant torque, hsT  is the shaft 
stiffness torque, between hub and generator, gω  is the rotor 
angular speed at the generator, gJ  is the moment of inertia of 
the rotating parts of the generator, dgT  is the generator bearing 
resistant torque, gT  is the electric torque. 
The wind turbine power bP  over the rotor, considering the 
flexible and rigid part of the blades in the TM drive train 
without dynamic influences is given by 
 rbfbb PPP +=  (11) 
where 
 pfb CurRP
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where fbP  is the mechanical power of the blades flexible part, 
rbP  is the mechanical power of the blades rigid  part, R  is the 
radius of the area covered by the blades, r  is the radius of the 
area covered by the rigid blades part. 
C. PMSG 
The PMSG modeling can be retrieved in diverse text [11]. 
This modeling is subjected to the constraint of having a null 
reference stator direct component current, * 0sdi = , imposed to 
avoid demagnetization of permanent magnet [12]. 
D. Three-Level Converter 
Two three-level converters are modeled respectively: a 
rectifier and an inverter. Both converters has twelve 
unidirectional commanded IGBTs in order to implement the 
respectively functionality [13].  
The group of four IGBTs associated in the same phase of a 
converter is said to be the converter's k  leg. A switching 
variable kn  with }2,1,0{∈kn  is used to identify the IGBT i  
state in the leg k  of the three-level converter, determining the 
switching function of each IGBT. The switching variables [13] 
are given by  
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The level variable 
kjnδ  with }2,1{∈j  is used to establish the 
charging state of the capacitor banks [13] and is given by  
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The rectifier output voltage is given by  
 ∑∑
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The DC voltage at the first set of capacity banks dcRjU , 
i.e., at the rectifier side,  is given by  
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 (17) 
The linking between the first set of two capacity banks on 
offshore to a second one on onshore is assumed to be by a 
high voltage DC transmission submarine cable. The submarine 
cable is modeled by a π  equivalent circuit model [11]. The 
current dci  in the submarine cable is given by  
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The DC voltage at the second set of capacity banks dcIjU , 
i.e., at the inverter side, is given by  
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The inverter input voltage is given by 
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E. Electric Network 
The electric network is modeled by an equivalent three-
phase active symmetrical circuit given by a series of a 
resistance and an inductance. So, the electric current injected, 
into the electric network is given by 
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   (21) 
This model for the electric network is usually used in transient 
studies and corresponds to what is said to be an infinite grid 
model linked by the equivalent series impedance. 
 
III. CONTROL STRATEGY 
A classical PI controller is used to acquire current 
references. IGBTs on/off switching states imply that the three-
level converter is a time variant system. Therefore the SM 
control strategy is crucial for the operation of the three-level 
converter, assuring the assortment of the proper space vectors. 
Additionally, PWM by SVM, associated with SM, are used for 
triggering the IGBTs. The SM strategy's aim is to let the 
system slide along a predefined dynamic, also known as 
sliding surface, ),( teA αβ , by changing the system structure, 
i.e., by changing the IGBTs on/off state. The IGBTs can only 
switch at finite frequency, due to physical limitations causing 
the control current not to be able to follow exactly the 
reference current, thus incurring in an error αβe . So, to 
maintain the system within the neighboring of the sliding 
surface, the state trajectory must comply with the conditions 
[13] given by 
 ( , ) ( , ) / 0A e t dA e t dtαβ αβ <
   
 (22) 
A small error is acceptable in practice and a convenient 
achievement of this strategy is accomplished with hysteresis 
comparators [13]. If the current error, given by the 
comparators hysteresis output, αβσ , is quantified in five 
levels is possible to relate the space vectors with the current 
error. So αβσ  are integers numbers taking the values in the set 
}2,1,0,1,2{ −− . 
The output vectors for level 0 , level 1 and level 2 in the 
βα  plane for the three-level converter are shown in Fig. 4. 
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Fig. 4. Three-level converter, space vectors. 
2815
Some of the vectors are redundant ones, corresponding to 
different voltage level selection. The control strategy carries 
out a reduction on the capacitors banks unbalancing voltage by 
considering three vector tables, which take in account the 
voltage level of each capacitor bank in order to define the 
vector to use. Table I, II and III summarizes the vector 
selection for level 0, level 1 and level 2, respectively. 
TABLE I.  SPACE VECTOR SELECTION FOR LEVEL 0 
αβ σσ \  -2 -1 0 1 2 
-2 q2 q2 w2 r2 r2 
-1 y2 e1 e1 x2 x2 
0 s2 g1 a0 b1 ñ2 
1 u2 c1 c1 t2 t2 
2 o2 o2 v2 p2 p2 
 
TABLE II.  SPACE VECTOR SELECTION FOR LEVEL 1 
αβ σσ \  -2 -1 0 1 2 
-2 q2 q2 w2 r2 r2 
-1 y2 l1 f1 f1 x2 
0 s2 g1 h0 i1 ñ2 
1 u2 j1 d1 d1 t2 
2 o2 o2 v2 p2 p2 
TABLE III.  SPACE VECTOR SELECTION FOR LEVEL 2 
αβ σσ \  -2 -1 0 1 2 
-2 q2 q2 w2 r2 r2 
-1 y2 y2 m1 m1 x2 
0 s2 n1 z0 i1 ñ2 
1 u2 u2 k1 k1 t2 
2 o2 o2 v2 p2 p2 
 
 
IV. CASE STUDY 
The offshore wind system has a nominal power of 2 MW. 
The mathematical model for the offshore wind system with the 
three-level is implemented in Matlab/Simulink. The wind 
speed considered in the simulation has a profile, see Fig. 5, 
having an average speed starting with a value of 10 m/s 
followed by a ramp increase stabilizing after 1.5 s with a 
speed of the 20 m/s, i.e., after 1.5 s the wind average speed is 
constant. The significant wave height and the frequency are 
respectively 10 m and 0.25 Hz. The electric network has 1 kV 
at 50 Hz. The case study is intended to assess the 
consequences of a malfunction on the rectifier input voltage at 
one phase assumed to impose 03 =sv  V and occurring 
between 2.45 s and 2.80 s. So, the malfunction occurs when 
the wind is with a constant average speed.  
The wind speed considered used in the simulation has a 
profile modeled by (1) and is shown in Fig. 5. 
0 0.5 1 1.5 2 2.5 3 3.5 4
5
10
15
20
25
30
Time (s)
W
in
d 
sp
ee
d 
(m
/s)
 
Fig. 5. Wind speed profile. 
The DC current at the submarine cable is shown in Fig. 6. 
0 1 2 3 4
−1
−0.5
0
0.5
1
1.5
2
Time (s)
D
C 
cu
rre
nt
 (k
A)
 
Fig. 6. DC current at the submarine cable. 
The results for the DC voltage and the reference voltage on 
the capacitor banks at the rectifier side are shown in Fig. 7. 
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Fig. 7. DC voltages at the capacitor banks, rectifier side. 
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The results for the DC voltage and the reference voltage on 
the capacitor banks at the inverter side are shown in Fig. 8. 
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Fig. 8. DC voltages at the capacitor banks, inverter side. 
The rectifier input voltage malfunction at one phase is 
shown in Fig. 9. 
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Fig. 9. Rectifier input voltage malfunction. 
V. CONCLUSIONS 
The growing interest in the offshore wind turbine 
deployment requires further research of better mathematical 
models for offshore wind systems, allowing an improved 
capability to decide convenient measures. A modeling for an 
offshore wind systems linked to the electric network is 
proposed. The wind system is equipped with three-level 
converters topology in a rectifier and an inverter linked 
through a HVDC submarine cable. The wind turbine drive 
train is model by discrete three masses: the first is associated 
with the inertia of the blades flexible part; the second, with the 
blades rigid part, hub, tower and platform, discarding the 
movement between the different elements, but including the 
floating motion influence as an whole on the second; the third 
mass, with the rotor of the generator. The usefulness of the 
proposed method is illustrated by a study of a rectifier 
malfunction at one phase. The simulation of the malfunction 
allows concluding that the system is capable of having an 
adequate performance, despite the severe wind profile and 
wave height, i.e., restores the correct operation after the 
malfunction. But, eventually measures have to be taken to 
avoid outages on components of the system. For instances, 
although a during short time period, the DC current at the 
submarine cable and the capacitor banks voltage suffer a 
perturbation. So, assessment at the level of design on safety 
should be further carried out in function of the level of the 
current and of the voltage to be sustained during the short 
period by those components of the system. Also, the case 
study allows concluding that the control strategy carries out a 
reduction on the capacitors banks unbalancing voltage, either 
on the rectifier side or on the inverter side, i.e., the control 
keeps an appropriated behavior during the malfunction.  
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